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81 DEPARTMENT OF COMMERCE Comm 65.0303

Chapter Comm 65
FUEL GAS APPLIANCES

Subchapter| — Purpose, Scope, Application and Compliance Comm 65.0303 Appliance location.

Comm 65.0001 Purpose and scope. Comm 65.0304 Combustion, ventilation and dilution air

Comm 65.0002 Application. Comm 65.0305 Installation.

Comm 65.0003 Compliance. Comm 65.0306 Access and service space.

Comm 65.0004 Approval of drawings and specifications. Comm 65.0400 Gas piping installations.

Comm 65.0501 Chimneys and vents.

Subchapter Il — Changes, Additions or Omissions to the International Fuel Comm 65.0503 Venting of equipment.

Gas Code (IFGC) Comm 65.0609 Duct furnaces.

Comm 65.0100 ChangesAdditions or Omissions to thimternational Fuel Gas Comm 65.0617 Forced—air warm-air furnaces.
Code” (IFGC). Comm 65.0620 Unvented room heaters.

Comm 65.0101 Administration. Comm 65.0629 Infrared radiant heaters.

Comm 65.0201 Definitions. Comm 65.0630 Boilers.

Comm 65.0300 Temperature control. Comm 65.0700 Referenced standards.

Comm 65.0301 General regulations. Comm 65.0800 Appendices.

Subchapterl — Purpose, Scope, Application and  departmenin accordance with the provisions of subch. Il of ch.

Compliance Comm®61.
History: CR 00-179: crRegister December 2001 No. 554, éF1-02.

Thggm{)nosgsd??lgéhaf)ltjerf(i)ssfo ?gg;julz(t:gﬁ)lfé deéilg}nF}JnRsF;gﬁ:ﬁonSUbChapter I — Qhanges, Additions or Omissions to
operationand maintenance of gas—fueleehting, ventilating and the International Fuel Gas Code (IFGC)

air conditioning systems in buildings and structures as specnfledCOmm 65.0100 Changes, Additions or Omissions

in ch. Comm 61. . ) » to the International Fuel Gas Code ® (IFGC). Changes,
(2) Score. The scope of this chapter is as specified @som  additionsor omissions to the internatiorfakl gas code are speci
51-92- , fied in this subchapteand are rules of the department and are not
History: CR 00-179: crRegister December 2001 No. 553, é+1-02. requirementof the IFGC.
. . Note: This subchapter is numbered to correspond with the numbering used within
Comm 65.0002 Application. (1) GENERAL.  The themodel code; i.e., s. Comm 65.0201 refers to section IFGC 201.
applicationof this chapter is aspecified in s. Comm 61.03 and as History: CR 00-179: crRegister December 2001 No. 552, é+1-02.

modifiedin this section. Comm 65.0101 Administration.  Except for IFGC sec

_(2) AppicaeiLITy. All heating, ventilating and air conditien i,15102 8 and 108.7, the requirements in IFGC chapter 1 are not
ing systems shall be designed, installed, maintained and Oper#ﬁ?ﬁdedas part of thié chapter

soas to provide theervice and results required within the provi ity cr 00-179: crRegister December 2001 No. 552, &1-02.
sionsof this chapter The minimum requirements established in
each part of this chapter shall templiedwith as they apply to Comm 65.0201 Definitions. (1) This is adepartment
the structures and facilities covered in the IBC. substitutionfor the corresponding definition in IFGC section 201:
(3) AppiTions. (a) This chapter applies to all additions t¢Unusually tight construction” means the total area of outdoor
existingbuildings and structures as specified in s. Comm 61.08peningsis less than 3% of the floor area of the space in which
(b) Except wheran existing heating, ventilation and air condi€quipments located.
tioning system is extended to serve an addition, existing system(2) Thisis a department addition to the definitions in IFGC
componentsre not required to be replaced if the provisions in thigction201: “DHFS” means the departmenthefalth and family
chapterare met within the addition. services. ‘
(4) ALTERATIONS. (@) This chapter applies to all remodeling History: CR 00-179: crRegister December 2001 No. 552, é+1-02.

and alterations in any building or structure whicHeaf the Comm 65.0300 Temperature control.  This is a depat

replacemenof major equipment as specified in s. Comm 61.03nent rule in addition to the requirements in IFGC chapter 3: The
(b) When an existingeating, ventilating and air conditioningrequirementsn IMC section 309 and s. Comm 64.0309 apply to

systemserves a remodeled or altered space that has nogander gas—firedequipment and systems.

a change in occupancy or use, the existing system components afgtory: CR 00-179: crRegister December 2001 No. 552, &1-02.

not required to be replaced if thovisions in this chapter that

appliedto the original construction of the space are met. Comm 65.0301 General regulations.  Substitute the
Note: “Occupancy or use” refers to the entries bl 64.0403. following wording for therequirements in IFGC section 301.3:
Note: Maintenance and repair to existing equipment when there is no changdlfae requirementss specified in s. Comm 64.0301 (2) shall apply

the building or occupancyis considered an alteration. History: CR 00-179: crRegister December 20(Mo. 552, eff 7-1-02;CR
History: CR 00-179: crRegister December 2001 No. 553, é+1-02. 01-139:am. Register June 2002 No. 558, eff. 7-1-02

Comm 65.0003 Compliance. All gas—fueled heating, ~ Comm 65.0303 Appliance location. (1) GENERAL.
ventilatingand air conditioning systems in buildings and strucrhis is a department rule in addition to the requirements in IFGC
turesshall comply with the IFGC and ttehanges, additions or section303.1: If the air entering the heat exchanger of all gas—

omissionsunder subch. II. fired equipment is 3% or lower the heat exchanger and burners
History: CR 00-179: crRegister December 2001 No. 554, &£1-02. shallbe constructed of corrosion-resistive materials.
(2) ProHIBITEDLOCATIONS. The requirementi® IFGC section
Comm 65.0004 Approval of drawings and specifica -  303.3exceptions 3. and 4. are not included as a part of this chapter

tions. All drawings and specifications shall sebmitted to the  History: CR 00-179: crRegister December 2001 No. 55%, &-1-02.

Register June 2002 No. 55
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Comm 65.0304 Combustion, ventilation and dilu - (b) All vertical exit terminals of a gas appliance mechanical
tion air. (1) GENERAL. This is a department rule in addition todraft system shall be located in accordance with IMC section
the requiremenbf IFGC section 304.1: The requirements in IM@04.3.5items 3 and 6.

sections705, 706, and 707 shall apply to gas appliances. (2) VENTING SYSTEM TERMINATION LOCATION. Substitute the
(2) UNUSUALLY TIGHT CONSTRUCTION. This is a department following wording for the requirements, but ribe exceptions, in
informationalnote to be used under IFGC section 304.9: IFGC sections 503.8 items 1, 2 and 3:

o yote: When applying the provisions of this section, réfes. Comm 65.0201 (1) (a) The separation between gravity and mechaaicailets

or the definition for “unusually tight construction”. o and venting system terminations shall comply with IMC section
(3) SPACES WITHOUT OPENINGSTO THE OUTSIDE. This iS @ 401 5 1and's. Comm 64.0401 (4)

departmentule in addition to the requiremeritsIFGC section (b) Unless a greater distarisespecified by the manufacturer

304.9: Whenthe space providing air for combustion, ventilation h - . X
anddilution of flue gases has a minimum volume of 250 cubic feBlcchanicatiraft venting systems shall terminate at least 12 inches
rtically from the adjoining grade level.

per 1,000 Btu per hour combined input rating of all appliances, tH istory- CR 00-179: crRegister December 200Mo. 552, df 7-1-02: CR
useof inside air for combustion shall be allowed. 01-139:am. (1) (b) Register June 2002 No. 558, eff. 7-1-02 '
(4) ComBUSTIONAIR DUCTS. This is a department rule in aedi ) )
tion to the requirement of IFGC section 304.15: Mounting height Comm 65.0609 Duct furnaces. ~ The requirements in
of the combustion air intakes shall have the lowest side of outslf&C section 609.2 are not included as part of this chapter
air intake openings located at least 12 inches vertically frem  History: CR 00-179: crRegister December 2001 No. 552, &1-02.
adjoininggrade level. Comm 65.0617 Forced—air warm-air furnaces. Sub
o1 T30 B Regictr e a0 R o a2 A T71702:CR  titutethe following wording for the requirements and exceptions
in IFGC section 617.5: Gas—fired appliances shall comply with
Comm 65.0305 Installation. These are department ruledMC section 918 and s. Comm 64.0918.
in addition to the requirements in IFGC section 305.1: History: CR 00-179: crRegister December 2001 No. 55%, &1-02.

(1) ADDITIONAL REQUIREMENTS. The requirements in IMC

sections304.2, 304.8, 304.9, 304.10, aB@5 as adopted in s. : ; ; ; .
’ ! ' " ‘ . thefollowing wording for the requirements in IFGC sect&20:
Comm64.0304 shall apply to gas appliance installations. The use of %nventeg room hea?ers is prohibited.

(2) FINAL TESTREQUIRED. The requirements as specified in S. History: CR 00-179: crRegister December 2001 No. 55, & 1-02.
Comm64.0313 shall apply
01Hils§gry: CR 0(%—%79: ng(ze;gistgr( Becebmb(gr 2c)>o(11 )No.dsg.;—;—ozjm Comm 65.0629 Infrared radiant heaters.  Theseare

- rrenum. intro.), (a) an to be (intp.), an egister June i iti i i i
2002No, 558, off. 7-1-07 9 gggatlrFmentules in addition to the requirements in IFG&Ztion

Comm 65.0306 Access and service space. Thisis a (1) Spaceserved with unvented infrared radiant heasés|
departmentexception to the requirements in IFGC sectiohe provided with at least 4 cfm of outside air per 1,000 Btu per
306.5.1: Section IFGC 306.5.1 does not apply to installatiorfourinput of installed heaters.

which consist of only fans. (2) Unventedinfrared radiant heaters may be used only in the
History: CR 00-179: crRegister December 2001 No. 553%, éF1-02. foIIowing occupancies:

Comm 65.0400 Gas piping installations. ~ Substitute (@) Groups Fand S. o
the following wording for the requirements and exceptions in (P) Groups U and H only with written approval.
IFGC chapter 4: All gas piping and gp'q;)ing installations shalll History: CR 00-179: crRegister December 2001 No. 553%, éF1-02.

complywith NFFA 54, National Fuel Gas Code. Comm 65.0630 Boilers
History: CR 00-179: crRegister December 2001 No. 554, &-1-02. ' -

Comm 65.0620 Unvented room heaters. Substitute

Substitutethe following word
ing for the requirements in IFGC section 630: The provisions of
Comm 65.0501 Chimneys and vents. (1) This is a Cch:Comm 41 shaljovern the installation, alteration and repair of

departmentnformational note to based under IFGC chapter 5:Poilersand pressure vessels.
Note: For DHFS licensed healthcare facilities as specified in chs. HFS 124, 132History: CR 00-179: crRegister December 2001 No. 553, @ 1-02.

and 134, also refer to NAR211 as adopted in these chapters. L.
(2) The requirements irsection IFGC 501.8 item 8 are not, COMM 65.0700 Referenced standards. _ This is a
; ; departmentule in addition to the requiremeritsIFGC chapter
includedas a part of this chapter ; X : .
3) Substitutethe followi ding for th . tsi 7: The following standard is hereby incorporated by reference
(3) Substitutethe following wording for the requirements injn, this code: ANSZ223.1/NFR 54-1999, National Fuel Gas
sectionlFGC 501.8 itemrl0: Infrared radiant heaters listed forCode
um_/ented‘lse and not prowded with flue collars. Note: NFFA standards may heurchased from the National Fire Protection Asso
History: CR 00-179: crRegister December 2001 No. 553%, éF1-02. ciation,One Batterymarch Park,@ Box 9101, QuinGyMA 02269-9101.

. . Copies of the standard adopted under this section are on fileaffites of the
Comm 65.0503 Venting of equipment. (1) MECHANI-  departmentthe secretary of state and the revisor of statutes.

CAL DRAFT SYSTEMS. These are department rules in addition to theHistory: CR 00-179: crRegister December 20(o. 552, eff 7-1-02;CR
requirements’sn IFGC section 503.3.3: 01-139:am. Register June 2002 No. 558, eff. 7-1-02

(a) All horizontal exit terminals of a gas appliance mechanical Comm 65.0800 Appendices. IFGC Appendice# to D
draft system shall be located in accordance with IMC sectiefienot included as part of this chapter
804.3.4items 4 and 5. History: CR 00-179: crRegister December 2001 No. 55F, &-1-02.

Register June 2002 No. 558
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